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Table 431-1

(See Rule 431 in its entirety)

PART 4. RULES FOR THE OPERATION OF ELECTRIC LINES

T-431-1

Overhead Supply Lines and Equipment Minimum Approach Distances to Exposed Energized Parts

Distance to Employee

Voltage range Phase-to-ground Phase-to-ground
(phase-to-phase, rms)! (m) (ft=in)

0V to 50 V2 | not specified . not specified
h51 V to 300 V2 ‘ avoid contact | avoid contact

301 V to 750 V2 031 5 1-0

751 Vto 15kV 0.65 2-2

15.1kV to 36.0 kV 0.91 3-0

36.1 kV to 46.0kV 1.06 3-6

46.1kV to 121.0kV 1.21 | 40

121 kV to 140.0 kV 1.38 ] 46

! For single-phase lines off three-phase systems, use the phase-to-phase voltage of that system.
2 For single-phase systems, use the highest voltage available.
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